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1) Sites may have more than one FC system
2) Not all FC systems are supplying operation data
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State kW Capacity Sites
Arizona 84 16
California 515 111
Colorado 24 5
Connecticut 92 20 —
Florida 6 1 Backup Power 100l ]
Georgia 50 1 Deployments
lllinois 4 2
Indiana 50 16 91-100} -
Kentucky 22 4
Massachusetts 10 1 L
Michigan 164 40 81-90
New Jersey 106 26
New York 161 39 71-80F -
South Carolina 50 1
Utah 36 9 61-70}
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Calendar Month system checks; activitated after long periods of no operation.
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1) FC system conditioning is an automated operation for regular
Calendar Month system checks that are run after long periods of no operation.
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